The use of chlorofluorocarbon based refrigerants in the air-conditioning system increases the global warming and causes the climate change. The climate change is expected to present a number of challenges for the built environment and an evaporative cooling system is one of the simplest and environmentally friendly cooling system. The evaporative cooling system is most widely used in summer and in rural and urban areas of India for human comfort. In evaporative cooling system, the addition of water into air reduces the temperature of the air as the energy needed to evaporate the water is taken from the air. Computational fluid dynamics is a numerical analysis and was used to analyse the evaporative cooling system. The CFD results are matches with the experimental results.
Introduction
An evaporative cooling system is a device that cools air through the evaporation of water which reduces the temperature of the air. The air which is cooled by the evaporation of water consumes less energy than the refrigeration. In dry weather conditions, evaporative cooling of air has added advantage over air-conditioner, as it increases the humidity which increases the comfort of building occupants. The cooling effect of evaporative cooling system dependent on the difference between the wet-bulb and dry-bulb temperatures. In arid climates, this type of system can be an alternative to vapour compression based cooling system. In non-arid climates an indirect evaporative cooling system can be used without increasing the humidity and hence it has an advantage over the direct evaporative cooling system [1] . In summer, cooling system is in demand as it provides thermal comfort to humans. An evaporative cooling system is one of the cheapest cooling systems and hence it is most popular. Faten et al proposed a control system for the evaporative cooling system used in greenhouse cooling system. They developed a temperature controller to control the air volume flow rate in padfan evaporative cooling system and to maintain indoor temperature of 20°C and relative humidity of 70%. The humidity controller operates between humidify and dehumidify modes to add the moisture to the air by humidification and to remove the excess atmospheric moisture accumulating within the green-house. For the continuous operation of the greenhouse, they developed a control technique and used a computer model based on commercial software, to determine the temperature and relative humidity inside the greenhouse [2] . Figure 1 shows the working principle of an evaporative cooling system. In an evaporative cooling system, dry unsaturated air is pulled through a cooling pad which is wetted by water spray, the water is evaporated and is absorbed into air as water vapour. The In recent years, computers are most widely used in computational and simulation work as it can perform the millions of calculations required to simulate the fluid flow problems related to Mechanical engineering. The computational fluid dynamics (CFD) is a computerbased tool that uses numerical methods and algorithms to solve and analyze problems that involve fluid flows, heat transfer and other similar physical problems. In practice, CFD is very effective in the early elimination of competing design configurations. The CFD is not a substitute for experimentation, but a very powerful additional problem solving tool. The commercially available CFD packages uses sophisticated user interfaces to input problem parameters and to examine results. All CFD software's contain three main elements such as Pre-processor, Solver and Post processor.
Sapounas et al carriedout simulation of the greenhouse equipped with a fan and pad evaporative cooling system using CFD considering both the external and internal climatic conditions. They validated the CFD results with the experimental data based on the greenhouse inside air temperature. Their results indicated that the proper selection of ventilation rate is important to improve the efficiency of evaporative cooling systems in greenhouses [3] . Franco et al carried out an computational fluid dynamics analysis of corrugated cellulose evaporative cooling pads that are most widely used in Mediterranean greenhouses and the simulation reading are similar to the experimental results. They determined the pressure drop produced by the cooling pads at different water flows and wind speeds. They suggested that CFD is a suitable tool for the modelling and simulation of evaporative pads [4] .
Jiaoliao Chen et al used a CFD model to simulate the greenhouse adopting the fan-pad cooling system in summer and to findout the distribution of air velocity and temperature. The reported that the variation in CFD and experimental results of air temperature was between 0.9 to 4°C and the variation in air velocity was less than 0.15 m/s. From the work, they conclude that the CFD can be used as a tool for fan-pad evaporative cooling system used in the greenhouse [5] . Sapounas et al carriedout the simulation of the greenhouse equipped with fan and pad evaporative using a CFD code in terms of heat and mass transfer and both the external and internal climatic conditions. They used porous medium approach to simulate the crop. They used Reynolds-averaged Navier-Stokes equations for the numerical analysis. The results shows that the CFD can be used as a tool to improve the system efficiency of the evaporative cooling system for greenhouses [6] ) Kulkarni et al carriedout the design, installation and analysis of rooftop ventilators in a classroom of an educational institute which is located in a hot and arid climatic zone of Nashik, India. The performance of the rooftop ventilators was evaluated when the rooftop ventilators are working, rooftop ventilators are working with windows openings covered with wetted wood wool pads used for evaporative cooling and when rooftop ventilators are not working. The researchers reported that the temperature drop of 6.1 degree C can be achieved with wetted evaporative wood wool pads [7] . Vahid et al studied the feasibility of using a hybrid system of ground heat exchangers and direct evaporative cooling system in arid weather condition. Their simulation results show that the comfort condition can be achieved with the hybridization of Ground Coupled-Circuit and Direct Evaporative Cooler. However it cannot be achieved with direct evaporative cooler alone. They also reported that the effectiveness of a hybrid system is more than unity and suggested that the hybrid system can be a replacement to conventional vapour compression systems. This hybrid system also reduces the electrical energy consumption [8] . Few researchers [9, 10] have successfully carried-out computational fluid dynamics analysis in heat transfer problems.
Materials and methods
The computational fluid dynamics is a powerful computational tool which is most widely used for the simulations of all levels of complexity. Hence in this work, a computational analysis was carried out with help of commercial CFD software, ANSYS CFX to study the flow pattern of the fluid in the evaporative pads. The ANSYS CFX is available within the ANSYS Workbench platform and has several advantages for data and information common to many simulations. It uses the advanced technology with an algebraic multi-grid solver and efficient parallelization which gives the solutions quickly. The CFX analysis gives users the power to extract any desired quantitative data from the solution. An evaporative cooling system was developed and tests were conducted to validate the results of the CFD work.
Experimental setup
The experimental set up of direct evaporative cooling system consists of a rectangular wind tunnel, axial exhaust fan fixed at inlet of tunnel, evaporative pad and necessary instrumentation to record the observations. The evaporative pad was kept in the wind tunnel. A non-contacting tachometer was used to measure the speed of the exhaust fan and the speed of the fan were adjusted by speed control knob. A 20 liter water tank was used to supply the water to the evaporative cooling system through the nozzles which was placed above the evaporative pads. A U Tube water manometer was used to the pressure drop across the evaporative cooling pad. An energy meter was used to find out the power consumed by the fan. Thermometers were used to measure the wet bulb and dry bulb temperatures of the air at the inlet and outlet of the tunnel. Figure 2 shows the experimental setup.
Results and discussion
The CFD analysis was carried-out successfully and results were compared with the experimental results. An evaporative cooling system was developed and tested. The experimental results were used to validate the CFD results. Figure 3 shows the model of the evaporative cooling system developed using the ANSYS tool. Figure 4 shows the meshed model in ANSYS ICEM. The mesh was done to whole geometry of the system. Figure 5 shows the pressure distribution across the evaporative cooling system. The pressure at the inlet of tunnel is above atmospheric due to fan speed and is equal to 1.316 bar. As the flow takes place through the tunnel the pressure of the flow reduces. However the pressure drops takes place at the cooling pad and the pressure at the pads is equal to 1.117 bar. The pressure of the flow reduces further and is just above the atmospheric pressure at the outlet of the cooling system. s and it moves in normal pressure close to atmospheric pressure towards the outlet of the tunnel. However the pressure at the divergent nozzle and again drops in nozzle due to wood plate with three small holes made for the outlet air. 
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Analysis of double celder pad for increased speed Figure 9 and 10 shows temperature variations in the system. Inlet temperature 28 °C increases to 32 °C due to fan speed and at the end decreases to 20 °C.
Comparison of CFD and experimental results 
CONCLUSION
The computational fluid dynamics analysis was carried using commercially available software to analyze the temperature distribution, pressure and velocity in the evaporative cooling system. An evaporative cooling system was developed and experiments were conducted to compare the CFD results with the experimental results. From the comparison, it was observed that the CFD results are similar to the CFD results.
